
Did You Know ... ?

Api modules have a LIFETIME
WARRANTY.
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AIR FLOW MEASUREMENT

PROBLEM:

Measure an air velocity value, convert it and display it as an air flow value.

SOLUTION:

In accordance with Bernoulli’s equation the velocity of a fluid stream is proportional to
the square root of the difference in pressure (∆P) between the direct impact and
stagnation pressures as measured with a pitot tube.  An Api Model 4440G Isolated DC
to DC Transmitter with Square Root Extraction module performs the square root
function on the 4-20 mA signal obtained from the P/I device and produces an
interpolated 4-20 mA output signal of velocity.  The Api 4440G provides power for the
P/I device from its standard built-in +18 VDC loop excitation supply and its output
loop is capable of driving up to a 1000 Ω load.

Since Flow = Velocity x Area, the cross sectional area of the pipe will determine the
range of the scaling on the loop powered display.  This allows the velocity value to be
displayed as a flow rate.  The optical isolation of the module protects against unwanted
ground loops and electrical noise.
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